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@ EXISTING PANELBOARD “"C” SCHEDULE
120/208V, 38, 4W, SN, GND BUS, FLUSH MOUNTED, 42 POLES,
225A ML.0O, 10K AIC G.E. SERIES “AQ’, WITH 125A, SUB-FEED CB
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NOTE: (%) INDICATES NEW BREAKERS - ALL OTHERS ARE EXISTING TO BE REUSED
UNUSED EXISTING BREAKERS SHALL BE MARKED AS SPARE
(1) REPLACE EXISTING BREAKERS WITH NEW SIZE BREAKERS IN THE EXISTING PANEL AS SHOWN ON THIS SCHEDULE DR REPLACE WHILE
PANEL AND RECONNECT TO EXISTING FEEDER AND BRANCH CIRCUITS THAT ARE TO REMAIN. PROVIDE NEW FEEDER IF EXISTING DOES NOT
REACH LUGS OF NEW PANEL.
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SCALE: 1/4" = 1’-0"
1. ALL RECEPTACLES, DATA/TELEPHONE DEVICES AND CIRCUITING SHALL REMAIN IN THIS SPACE.
RECONNECT TO CIRCUIT NUMBER SHOWN. DEVICE AND PLATE TO MATCH NEW.
2. CONNECT NEW RECEPTACLE TO EXISTING RECEPTACLE CIRCUIT PRESENTLY SERVING THIS SPACE.
3. RECONNECT EXISTING RELOCATED EXHAUST FAN TO EXISTING CIRCUIT.
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